ORDINANCE NO. 2010-M- Dated 03.10.2010

AN ORDINANCE AMENDING CHAPTER 15.28 “FIRE PREVENTION CODE”
OF THE ST. CHARLES MUNICIPAL CODE

WHEREAS, not less than three (3) copices of: (a) the 2009 International Fire Code for
One and Two Family Dwellings, published February 2009 by Internatiginal Code Council, Inc.,
5203 Leesburg Pike, Suite 708, Falls Church, Virginia 22041-3401 the NFPA 101 Life

/ o > in the Office
of the Clerk of the Clty of St. Charles, Illinois for more t4an thirty (30) days prf‘ to the passage
and approval of this Ordinance; and

to the Illinois Building

WHEREAS, the City of St. Charles has p
i i g construction related activities

SECTION ONE:
Prevention Code” of the

ife Safety Code - adopted - modifications.
ational Fire Prevention Code, 2009 edition with the

Appendix J vy Responder Radio Coverage

as published by the International Code Council, Inc. 5203 Leesburg Pike, Suite 708, Falls
Church, Virginia 22041-3401, and b) the NFPA 101 Life Safety Code, 2009 edition, published
by the National Fire Protection Association, 1 Batterymarch Park, Quincy, Massachusetts 02169-
7471, are hereby adopted by reference as if fully set forth herein, together with the amendments
listed herein, for the purpose of prescribing regulations governing conditions hazardous to life
and property from fire or explosion. These codes and amendments thereto shall be known as the
“City of St. Charles Fire Prevention Code.”
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15.28.020 Bureau of Fire Prevention — Establishment & Duties.

A. The Fire Prevention Code shall be enforced by the Bureau of Fire Prevention in the Fire
Department of the City, which is established and which shall operate under the
supervision of the Chief of the Fire Department.

B. The person in charge of the Bureau of Fire Prevention shall be demgnated by and serve at
the pleasure of the Chief of the St. Charles Fire Department. .. ¢

C. The Chief of the Fire Department may detail such members
inspectors as shall from time to time be necessary.

D. The Chief of the Fire Department shall recommend a
in his judgment, shall be desirable. :

he Fire Department as

: _:ms to the Code, which,

15.28.030 Definitions.

A. Wherever the words “Fire Prevention Code™
mean the City of St. Charles, 1llinois, Fire®
B. Wherever the word “Municipality” is nsed in
mean the City of St. Charles, Iilinois.

held to mean the City Attorney fi

D. Wherever the term “Fire Officials,
“Authority Having Jurisdiction,” or
Chief of the St. Charles Fire Departm :

. Wherever the term “Bur

::srdesignee.
n” is used, it shall be held to mean the
~harles Fire Department, St. Charles, Illinois.

sing, manufacturing and transportation
ds and gases.

A.

handling, use
of 5t. Charles.

D. Restricted Bulk orage of Liquefied Petroleum Gases. The bulk storage of liquefied
petroleum gases in excess of 500 gallons of water capacity is hereby prohibited.

E. Motor Vehicle Routes for Transporting Hazardous Chemicals and Other Dangerous
Articles Including Liquefied Petroleum Gases and Combustible and Flammable
Liquids. Routes for vehicles transporting hazardous chemicals and other dangerous
articles including combustible and flammable liquids are hereby established as follows:
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1. Routes approved by the state or federal governments.
2. No tank vehicles shall be parked for over one hour or left unattended at any time.

15.28.050 Amendments to the 1CC International Fire Code 2009,

1. Section 101.1 insert the name of jurisdiction: *City of St. Charles, Kane and DuPage
Counties, 1llinois.”

2. Amend Section 307.4.3, “Portable outdoor fireplaces.” Dels
3. Amend Section 308, “Open Flames™ as follows:

Amend 308.1.6.2 “Portable fueled open-flam xception #4.

Amend 308.3 “Group A occupancies.”:13¢lete exceptions #1.2, 1.3, 2, & 3.

4,

5.
¢d not more than six (6°) feet above grade.
tamper switch.”

6.

a. The system shall be under pressure with an average static pressure of not
less than 35 pounds per square inch (PSI).

b. Flows shall be calculated at 20-PSI residual pressure.

c. Water supplies shall be available for a continuous four-hour duration.

507.5.1 Where required. Where a portion of the facility or building hereafter
constructed or moved into or within the jurisdiction is more than 300 feet from a
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8.

9.

hydrant on a fire apparatus access road, as measured by an approved route around
the exterior of the facility or building, on-site fire hydrants and mains shall be
provided where required by the Fire Marshal.”

507.5.1.1 Hydrants shall be located approximately ten (10) feet from an all-
weather roadway. If this cannot be done, the closest part of the hydrant shall be
set back at least five (5) feet from the curb line.

507.5.1.2 A fire hydrant shall be located within 75 f f the fire department

connection that it serves.

507.5.1.3 Access to fire hydrants shall be all-
clearance and strength for fire fighting purges

ts of the City of St. Charles and
sociation, and shall have two and
e-half (4%%) inch outlet with
eads shall be American

507.5.1.4 Fire hydrants shall meet il
the standards of the American Water

ards. [dentified electrical hazards shal] be
conditions in permanent wiring shall be

15.04.040 of the St. Charles Municipal Code.
and other equipment that is modified or

wilding or via a key operated remote control, located at the fire
r other approved location, and shall have provisions to allow
cked open. Each building/tenant space shall have a main

Amend Section 901.7 “System out of service™ to read as follows:

“901.7 System out of service. Where a required fire protection system is out of
service, the fire department and the fire code official shall be notified immediately
and, where required by the fire code official, the building shall either be
evacuated or an approved fire watch shall be provided for all occupants left
unprotected by the shut down until the fire protection system has been returned to
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10.

1.

12.

service. Fire protection systems shall not be out of service for more than twenty-
four (24) hours for maintenance or repairs. Where utilized, fire watches shall be
provided with at least one approved means for notification of the fire department
and their only duty shall be to perform constant patrols of the protected premises
and keep watch for fires.”

Add Section 901.10 “Inspection, Testing, and Maintenance” to read as follows:

“901.10 Inspection, Testing, and Maintenance. F¢ puﬁ‘poses of supplementing
the provisions of this article, the City Council her¢by adopts NFPA 25 Standard
for the Inspection, Testing, and Maintenance nsed Fire Protection

Systems.”

prinkler Systems —/fiere Required”
"and Table 903.2.11.6 and substitute the

Delete the provisions in Section 903.2 “Automsz
inclusive of subsections 903.2.1 through 903.2
following therefor:

¢ sprinkler system installed in
odes and standards shall be
throughout every story and

“903.2 Where required. An approve:
accordance with the provisions of all app
provided and maintained in
basement of all buildings

Exceptions:
1. than 400 square feet, constdered low hazard
i feet from another structure. The

0 modlﬁcations by the authorlty having

g structure is located a minimum distance of one-hundred (100)
from any principle building, fueling facilities, and other high
rd occuparcies or materials as defined in the adopted Building

The structure 1s constructed with approved noncombustible
material,

b. The structure is located a minimum distance over one hundred
(100) feet from any principle building."

Amend Section 903.6 “Existing Buildings™ and add 903.6.3 “Change of use
classification” to read as follows:
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14.

15.

16.

“903.6.3 Change of use classification. An automatic sprinkler system shall be
provided throughout a building, when the use classification of the building or a
space within the building changes. This requirement shall be subject to
modifications by the authority having jurisdiction to compensate for particular
building conditions.”

Delete the provisions of Section 907.2 “Where required” and substztute the following
therefor:

“907.2 Where required. An approved fire alarm.
with the provisions of this code and NFPA 72 shal
and structures in accordance with Sections 9¢
occupant notification in accordance with 9G¥

m installed in accordance

wiildings and structures. An approved fire
ting buildings and structures where required
rovision of Section 907 and its subsections to

ed supervising station in accordance with NFPA 72 shall
systems. All required fire protective signaling systems shall
trouble signs to an approved central station, proprietary

1. Direct connect
2, AES Radio or other approved 2-way radio frequency systems
3. Or other methods approved by the Fire Official

Exception: Supervisory service is not required for:
1. Single- and multiple-station smoke alarms required by Section 907.2.10
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2. Smoke detectors in Group I-3 Occupancies
3. Automatic sprinkler systems in 1 and 2 family dwellings

17. Delete the provisions of Section 907.7.5.1 “Automatic telephone-dialing devices”.

I8.  Amend the provisions of Section 912.1 “Installation” and substitute the following
therefor:

of the fire department
dard applicable to the
partment, based upon
-inch size, Storz

“912.1 Installation. The type (Siamese, Storz) an
connection shall be in accordance with the NFPA;
system design and shall be subject to approva
an analysis of the building’s size and use grou
type connection is required.” ;

19,

20.

21.

22.

24.

25.
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Table 1018.1
Corridor Fire Resistance Rating
Occupant Required Fire-Resistance Rating (hours)
Occupancy Load Served |without Sprinkler |With Sprinkler
by Corridor gystem System (c)
H-1,H-2,H-3 Al NNot Permitted 1
H-4, H-5 fgeﬁter than  \ot Permitted
A, B,E F, M, S, Greaterthan Not Permitted
8] 30
R E}geater than Not Permitt
1-2 (a), -4 All
I-1,1-3 All , 1(b)
§(a) For requirements for occupancies in Gr e Section 407.3.
(b) For a reduction in the fire-resistance rating o4 ancies in Group 1-3,
see Section 408.7.
(¢) Buildings equipped throughy
accordance with Section 903.3.
26.  Amend Section 2206.2.2 “Above-grou

follows:

27.

. ‘tanks located outside, above grade. The storage of
tbustible liquids in outside aboveground tanks is prohibited

limits of the City of St. Charles, Illinois, except by Special
Fire Chief. Compliance with the following criteria is

liquids shall be listed and labeled as protected aboveground tanks and be
in accordance with Chapter 34. Such tanks shall be located in accordance
with Table 2206.2.3.

2. Above-ground tanks used for above-grade storage of Class II or IITA
liquids are allowed to be protected above-ground tanks or, when approved
by the Chief Fire Official, other above-ground tanks that comply with
Chapter 34. Tank locations shall be in accordance with Table 2206.2.3.
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10.

11.

Tanks containing fuels shall not exceed 500 gallons in individual capacity
or 1000 gallons in aggregate capacity.

Tanks located at farms, construction projects, or rural areas shail comply
with Section 3406.2.

Above-ground tanks shall not be used for the outside storage of motor
fuels at automotive service stations.

A site plan for the mstallation of the aboveground tank shall be submitted
to the Fire Official showing all buildings and stri

parcel. -
At least 2 (two) fire hydrants shall be proy
aboveground tank.
a. The minimum flow for each h;
b. The fire flow duration shall,;
gpm; 2 hours to 2,000 gpm,

312.2.
Aboveground storage tank(s} e for use by the general public nor
i nd tank be transferred into any
led by the general public.

,,,,, tank that has a flash point less
than that of gasolu
An automatic shut
storage tank at 90%

Tank contents must be

opping the delivery of fuel into a
1all be provided.
ed by means of ﬁxed pumps only Pumps

fer systems, manufacturer’s tank specifications, and all site
gtection, safety equipment, and safety signage per NFPA 704,
e aboveground tank requires a City of St. Charles Building
~"Permit, and 4 (four) sets of plans and specifications are required.
Approval for all aboveground tank installations shall be by the Fire
Chief Marshal and the Building Official.
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28.

29.

30.

31

34.

Amend Section 2703.1 “Scope” to read as follows:

“2703.1 Scope. The storage, use and handling of all hazardous materials shall be
in accordance with this Section and Exhibit A.”

Delete the provisions of Section 2703.2.4.2 “Aboveground tanks™ in its entirety,
including the exception and Section 2703.2.4.2.1. (See Section 2206.2.3 for applicable
regulations.) o

Add Section 3301.2 “Permit required” to read as follow,

“3301.2 Permit required. Permits shall be re
and regulated in accordance with this secti
form developed by the Fire Official, sh

Section 3406. Flammable o¢ ¢ombus
from tanks, drums, barrels orig:
suction from the top of the con

ytal pproved pumps that take
1all be used. Unattended dispensing
be prohibited. No tank vehicle shall be left
avenue, alley, or any other location, public

E':org_g:cmic coatings having no fire point and which are opened
on are not required to comply with this Section.”

ohibited/Permit Required. Aboveground storage of
gas utilizing one or more containers having a total capacity of

Add Section 3 read as follows;

“3801.5 Parking Restrictions. No tank vehicle shall be left unattended on any
lot, street, highway, avenue, alley or any other location, public or private.”

Add “Exhibit A Performance Guidelines for High Hazard Uses in the City of St.
Charles™:
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Exhibit A
Performance Guidelines for High Hazard Uses in the City of St. Charles

1. Specific location: The geographic location and distances to other structures,
rivers, streams, and other use groups.

2, Zoning: The proximate distances to assembly, educational, institutional, and
residential uses and vacant land zoned for these uses.

3. Types of hazardous materials which are not allowed: Materials listed in Section
307.3 High Hazard Group H-1 that present a detonatititt hazard shall not be
permitted under any circumstances.

4. Allowable construction types: Type [ and II on};

5. :

6.

source.”

15.28.060 Emergency Conditions.
In case there shall be, in the opinion of the Fire

conditions hazardous to life and property ¥
premises, the Fire Official shall employ su
devices and cause the necessary work to be d(a;:
temporarily safe, whether the pr
not.

nder said occupants or property
this section has been instituted or

, the owner, occupant or other
tion shall be notified of the

condition safe.”
. The owner and o

it the owner of the premises, and the occupants if

rs, for the recovery of costs incurred by the City of St.

performance of the emergency work.

1s Article, the following words and phrases shall have

ctively ascribed to them:

a. “Hazardotig; $ubstance” or “Hazardous Material” means any substance or
material or mixture of substances which is toxic, corrosive, an irritant,
strong sensitizer, radioactive, flammable, combustible, or which generates
pressure through decomposition, heat or other means and which may
cause injury, or iliness to humans, domestic livestock, or wildlife or as
defined by the Illinois Environmental Protection Act or any federal law.
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b. “Hazardous material Incident” means an incident which threatens public
health or safety involving the actual or potential release of a hazardous
substance or hazardous material.

c. “Toxic” means any substance (other than a radioactive substance) which
has the capacity to produce bodily injury or illness to man through
ingestion, inhalation, or absorption through any body surface.

living tissue,
es not refer to action

d. “Corrosive” means any substance which, in contact
causes destruction of tissue by chemical action, by
or inanimate surfaces.

e. “Irritant” means any substance, no corrosi
prolonged or repeated contact with norm,
inflammatory reaction.

f. “Strong Sensitizer” means any subst;
tissue through an allergic or photo dy
the same substance.

g. “Radioactive” means any s

h. “Flammable” means any substas
degrees Fahrenheit.

i, “Combustible” i
Fahrenheit. .-

1y person (o use, store, deliver or transport
ces or hazardous materials, or cause the use, storage,

b. It shall be unlawful for any motor vehicle carrying, transporting or
containing a hazardous substance or hazardous material to park or stand,
other than temporarily for the purpose of, and while actually engaging in,
loading or unloading, on private property, without the knowledge and
express consent of the person who is in charge of the property and who is
aware of the nature of the hazardous substance or hazardous material the
motor vehicle contains.
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c. It shall be unlawful for any person using, storing, manufacturing,
producing, disposing, treating, transporting or causing the use, storage,
manufacture, production, disposal, treatment or transportation of any
hazardous substance or hazardous material in any manner which results in
a hazardous materials incident.

Hazardous Materials or Hazardous Substance Incident Expense Re
a. Any person causing or permitting a hazardous mate‘
responsible for all of the following:

D) Reimbursement in full, of any and all cqs

and staffing required to respond to such hazardou
and staffing will be charged the hourly rate of
and overhead costs, for each employee who p

osts incurred by the City
destroyed or rendered

2) Reimbursement, in full, for any
for equipment and material s used, damage, Iost
irreparable in connection with a ha,

3) Assumption of, and
removal resulting from any hazar
to any independent cleanup contracti

incident.

4) Any and ¢
connection with the er
hereunder.

t of the total bill shall be made within thirty (30) days
‘or portion of a bill remaining unpaid after thirty (30)

Limitation of Liability: ‘The City, its officers, agents or employees, shall not have any
liability or responsibility for any claim, injury, or damage of any kind resulting from a
hazardous material incident to which the City or any of its departments, officers, agents
or employees responds.

Invalidity: Should any clause, sentence, paragraph or part of this Ordinance be declared a
court of competent jurisdiction to be invalid, such decision shall not affect the validity of
the Ordinance as a whole or any part thereof, other than the part so declared to be invalid.
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15.28.070 Appeals.
Any person may appeal a decision of the Chief of the Fire Department under this chapter,

in the following manner:

A. Appeal Step 1. Any person may submit to the Fire Chief a Request for Reconsideration

of the Decision. The Fire Chief and the person filing the Request for Reconsideration
shall conduct a personal meeting to discuss the Request for Reconsideration within 14
days after the Request is submitted. Within 14 days after the p#Sonal meeting, the Fire
Chief shall either affirm or modify the original decision.

or modification of
ibove, may appeal

or occupancies, which shall
evention Code. The Chief of

the Bureau of Fire Prevention shall post
distribute copies thereof to interested pers

15.28.090 Violation - Penalty.

ities given to the Building Commissioner
ement of any violations under this chapter.

1. The provisions of this section shall not apply to any electric, wired, or battery
operated, single station smoke detectors installed to alert the occupants of any
single-family residence to the danger of a fire.

2. For the purpose of supplementing the provisions contained in this section, the
NFPA 72 - National Fire Alarm Code, 2007 edition, published by the National
Fire Protection Association, is hereby adopted by reference as if fully set forth
herein.
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C. Definitions.

1. Alarm Notification Appliance - a fire alarm system component such as a bell,
horn, speaker, light, or text display that provides audible, tactile, or visible
outputs, or any combination thereof.

2. Alarm System — As defined in the national fire alarm code, a system or portion of

a combination system consisting of components and ciggnits arranged to monitor

and annunciate the status of fire alarm or supervisory $ignal-initiating devices and

to initiate the appropriate response to those signal§

company or other entity in contro! of a protecs
is focated.

Al

Automatic Dialing Telephone Alarm
Tri-Com Communications Center emgt
activation of the device by the alari
detection of an unauthorized entry or
premise.

6.

7.

which the operations of circu
recorded in, mamtamed by, a
competent and e

telephone network to a digital alarm communicator
1 alarm station or the Tri-Com Communication Center.

cy system — a system in which signals are transmitted from a
cy system located at a protected premises Via a radio

, company, or other entity engaged in the selling, leasing,
maintaining, servicing, repairing, altering, replacing, moving or installing any fire
alarm system or causing the same to be sold, leased, maintained, serviced,
repaired, altered, replaced, moved, or installed in or on any building, structure or
facility.

12. Fire Alarm Agent - means any person employed by, working for, representing, or
subcontracted by a fire alarm company.
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13. Fire Alarm Monitoring Agency — any person, firm, partnership, association,
corporation, or organization which contracts with a fire alarm user to receive and
initiate action on fire alarm system signals. The agency must be UL or FM listed
for fire alarm monitoring.

14. Fire Chief - means the Chief of the City of St. Charles Fire Department or his
designee.

15. False Fire Alarm - any activation or transmission of a ﬁre alarm signal to the Tri-
Com Communications Center or the St. Charles Fire Dgffartment where no actual
emergency or fire condition exists as determined by.4he Fire Department. A false
fire alarm may be caused by human error or mech | malfunction, whether or
not the exact cause of the error or malfunction i :

. Mayor - Mayor of the Clty of St. Charles or hj

Fire Protection Assomation
18. Notice - written notice given by pers
the United States Postal Office, pos )
malhng address

. Permittee - means any pe
organization, company, o

organization, company, or ot
. Prerecorded tele

avalarm user for responses to a false fire alarm

y pergbn, firm, partnership, corporation or other entity to use,
larm system or to be in control of a protected premise,
stem is operated or maintained without having first obtained a

wherein an alarm system is operated or maintained when a permit therefore has
been revoked.

A permit must be obtained for each separately addressed operating location.
No fee shall be charged to obtain an alarm user permit.
All permits issued are valid indefinitely unless revoked.

Lh o
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E. Permit Application. For every new fire alarm system and any time there is a change in
the information required by this section, every fire alarm user shall file a completed or
amended application for a fire alarm permit with the Fire Department for review and
approval.

I.  Each applicant for a permit to maintain a fire alarm system shall file a written
application with the Fire Department stating:
a. The full legal name, address and telephone numib

applicant,
b. The name, address and telephone numbe
protected premises where the fire alar :
Any fire alarm system designed to tragsinit a signia

number of said agency.
d. The type of fire alarm system
e. A list of three persons, inclu

fire alarm system, or who could coii
user is not at the protected premises.

company that instal
g. The name, address, a
company that is respons
fire alar i

the completed application is
s designate has granted approval

ran alarm user permit shall be denied if:
it has failed to pay false fire alarm fees required by this

5l

failed to comply with any provisions of this
other ordinances of the city.

his designate shall be responsible for processing and

obtained therein becomes outdated or inaccurate.

F. Alarm Activation at a Protected Premises Where an Alarm User Permit has not
Been Issued. Each notice to the Tri-Com Communications Center or the Fire Department
of an activation of a fire alarm system at the protected premises protected by a fire alarm
which is not permitted shall be considered a separate violation of this chapter and any
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alarm user who does not have a valid fire alarm user permit will be assessed a fine in the
amount of $300.

G. Fire Alarm Systems; Maintenance and Testing.

1. All fire alarm users installing a new fire alarm system or making alterations to an
existing fire alarm system, shall provide the St. Charles Fire Department with
information regarding system specifications includinggbt not limited to, wiring
diagrams, floor plans, battery calculations and specifigation sheets for all
components of the system as outlined in the natiogal fire alarm code.

d specifications,

3. Before the City of St. Charles issues an
nonresidential structure, the St. Charle :

4. t
sapplicable National Fire Protection
1on code, and the applicable
5.
Department and kept on premiges
6. Fire alarm users e for complymg with the requirements of
7.

tem at any time such a condition is
f such a condition is received. Neither the city nor the fire
- any liability for taking such action, and the fire alarm

nonresidential fire alarm system.
any multi-family or nonresidential fire alarm system is

for violation of the requirements of this article for an inoperable fire alarm

system, the fire department shall reinspect the inoperable fire alarm system to
determine whether it has been repaired and is functioning properly.

11. Where such a fire alarm system remains inoperable at the time of the first

reinspection, additional citations may be issued, with each day the fire alarm

system remains inoperable constituting a separate offense.
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H. Prohibited Activity.

1.

1. Transfer of Alarm User Permit :
transferred to another premises or t

J. False Alarms Prohibi
alarm of fire or to knos

It shall be unlawful for any alarm user to fail or refuse to obtain a fire alarm
permit or amend its fire alarm user permit application within 14 days after any of
the information required and obtained therein becomes outdated or inaccurate.

It shall be unlawful for any fire alarm user to cause or permit the disconnection of
any muitl -family or nonre&denﬂal fire alarm system in talled pursuant to the

such disconnection seven (7) days prior to the a
No individual, firm, partnership, corporation, ag
or other entity shall use or cause or permit to:
providing any telephone device and teleph@

Answering Point telephone, and then_
emergency or fire condition. This in

] for any person to start or spread any false
arm system for the purpose of summoning

fications. A response fee shall be imposed in all fire alarm
epartment for the increased costs associated with responding

than ten false fire alarms: $300 fine per false fire alarm

After the third recorded false alarm within any calendar year for any alarmed
premises, the Fire Chief or his designee, shall send an invoice for response fees to
the fire alarm user. Such invoice shall be sent by postage paid U.S. mail or
personally delivered to the user of the alarmed premises where the false fire
alarm(s) occurred.
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-

J.

Any individual, firm, partnership, corporation, association, organization, company
or other entity in control of a protected premises where an alarm system is located
accused of a violation of this article may settle and compromise the claim or
violation by paying the invoice for response fees to the City, within thirty (30)
days of after it is mailed. Payment of such claim or claims shall be made at the
Finance Department of the City. In the event such claim or claims are not paid
within thirty (30) days, or if the alarm user otherwise contests the validity of the
claim, a complaint or notice to appear in court may bedssued for the alleged
violation.

The alarm user shall have the opportunity, WIth':'
of mailing or personal delivery, to submit a
Chief for the purpose of showing cause as
warrant voiding the invoice for response
Fire Chief shall review the alarm use
issue a written finding to the alarm y
response fees due false fire alarm &
Fire Chief shall be final.

14) days from the date
eet with the Fire

atse from the Fire Department.
no evidence that extraordinary weather conditions, electrical

of this chapter for a period not to exceed thirty (30) days after the approved
installation of said fire alarm system.

M. Permit Revocation.

I.

Any alarmed premise which has more than fifteen (15) false fire alarms within a
calendar year, shall subject the alarm user to permit revocation as provided herein.
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If city records show more than fifteen (15) false fire alarms within a calendar year
for any alarmed premises:

a. 'The Fire Chief shall notify the alarm user by certified mai! or
personal delivery, their fire alarm permit shall be revoked 30 days
from the date of mailing or personal delivery. The alarm user shall
have 14 days from the date of mailing or personal delivery to
submit a written report to the Fire Chief describitig actions taken or
to be taken to identify and eliminate the ca the false fire
alarms and to request that their alarm use it be remstated

b. If the alarm user submits a report reques ‘

fire alarm user's permit, the Fire Chi

taken or to be taken will substantia

If the fire alarm user's permit 1
responds to a subsequent false fir
calendar year at th

this section. The ala
amount of $300 for

- without further notice.
whose fire alarm permit has been revoked by the
within 14 days of receipt of notice of revocation,
1on by filing a written request for a review

place of the review meeting will be served on the

y the Mayor by certified mail or personal delivery

ays of the request by the alarm user.

hief and the alarm user shall have the right to present

~ and oral evidence, subject to the right of cross examination
by both parties.

h. If the Mayor determines that the user has not taken action which
substantially reduces the likelihood of false fire alarms, the Mayor
shall issue written findings to that effect and an order denying
reinstatement of the alarm user's fire alarm permit.

i. If the Mayor determines that the alarm user has taken action which
substantially reduces the likelihood of false fire alarms, the Mayor
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shall issue written findings to that effect and an order approving
reinstatement of the fire alarm user’s permit.

j. If'the alarm user’s fire alarm permit is reinstated, pursuant to the
preceding paragraph and the Fire Department responds to a
subsequent false fire alarm activation in the same calendar year at
the protected premises, the Fire Chief shall proceed with the permit
revocation process as described in this section. The alarm user
shall also be assessed a fine in the amount of $380 for each
subsequent false fire alarm activation through the remainder of the
calendar year.

2. Any alarm user permittee who fails to pay fines:
section within 30 days from the date of the i
shall have the subject alarm user's fire alar;
fire alarm permit shall not be reinstated yi
in full.

N. Testing Equipment No person shall cond

ice that is directly connected to
ining permission from Tri-Com.

connected to an intermediary rec
Center. Any test, which is not pr
Communications Center or pertinent:
defined by this chapter.

No Liability of City

dto the general public shall be created by virtue of
: of the i 1ssuance of a fire alarm System permit, the direct

a court of competen jurisdiction to be unconsttmttonal or invalid, said judgment shall not
affect, impair, or invalidate the remainder of this chapter in the application of such
provision to other persons or circumstances but shall be confined in its operation to the
provision, clause, sentence, paragraph, section, or part thereof directly involved in the
controversy in which such judgment shall have been rendered and to the person or
circumstance involved. It is hereby declared to be the legislative intent of the City
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Council that this chapter would have been adopted had such unconstitutional or invalid
provisions, clause, sentence, paragraph, section, or part thereof not been included.

Q. Penalty for Violation. Any person, firm, or corporation violating any provisions of this
chapter in addition to the fees and specific fines established in this Chapter, may be fined
as provided in Chapter 1.08 or as otherwise provided in this code. Each day during which
a violation in this chapter continues or is permitted to exist shall be considered a separate
and distinct offense."”

SECTION TWO: That after the adoption and approval } of thls Ordinance
shall be printed or published in book or pamphlet form, pubh

City Council.

SECTION THREE: That this Ordinance shal cton February 1,

2010.

Presented to the City Council of the City of _ dayof
, 2010.

Passed by the City Council of th €s, IIlm’@%‘s this __ dayof
, 2010, :

Approved by the Maygo arles, Illinois this day of

Mayor

Attest:

Council Vote:
Ayes:
Nays:
Abstain:
Absent:
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Approved as to Form:

City Attorney

Date:




